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The index table belows provides tThe associated Wilson
Fngineered Drawing Number for 10 UPS system configuration

one—-lines,

DESCRIPTION

DATE AAPPROVED

Table Column 1 Updated

6/25/09 TEW

Number
Mocdlule of WES
Type Building External Bypass Type Configuration
Feeds Number
11 2| 3| None| 2 Breaker | 3 Breaker
Single Input X X sta-1001.cwqg
Modules X X stad-1002.dwg
w/ Int MBP X X sta-1003.dwg
X X sta—=1004.dwg
Dual Input X X sta-1009.dwg
Modules X X std—-1006.cdwg
w/ Int MEBP X X std—=100/.cdwg
X X stad=1008.dwg
X X stad-1009.dwg
X X sta—=1010.clwg
Dual Iput X X sto-1011.dwg
Modules X X sta-1012.cdwg
w/o Int MBP X X std-1013.cdwg
X X std-1014.cdwg
X X stad=1012.cdwg
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